u United Valve

The Valve Service Specialists

API 6FB Testing Summary
PASSED

Customer: Teadit

Customer PO: 15892

UV Work order: 98463

Date of Test: 9-8-2016

Date of Report: 9-9-2016

Item Tested: 6” 300 Fire Safe Insulation Kit (Product Code ELECTRON FSS)

Scope: Fire testing valve to APl 6FB Third Edition, September 2011

Summary: The test was completed within the guidelines set forth in API 6FB Third Edition,

September 2011. The test was performed in the horizontal position as per the
standard. There was no leakage throughout the entire test.
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